/(;v PASS @

STAIRWELL)

FCB
NEAR RM 0020

7U-35
Mop 11 7]
90

FCBs (2)
IST FLR ELEV
N ENTRANCE

FCB
NEAR RM 2002

7U-35
Mop 12 7]

FCB
NEAR RM 3034

FCB
TOP OF CTR
STAIRS

7U-35
MoD 13 7]

SD
ROOF DUCT SD
DAMPER, FAN CONT,

Mo 22[7]
90

SD
DUCT BL-08-90
RM 4035

SD W/DOOR
HOLDERS
3rd FLOOR

SD W/DOOR
HOLDERS
4th FLOOR

SDs, ELEV RECALL
BSMT, 2ND 3RD
FLR NEAR ELEV

WFS
SPRINKLERS
BASEMENT

Mop 13 1]

WFS
SPRINKLERS
1ST FLR

Mo 20(7]

WFS
SPRINKLERS
2ND FLR

Mop 20 1]

WFS
SPRINKLERS
3RD FLR

Mop 19 [7]

WFS
SPRINKLERS

Mop 19 [ 1]

4TH FLR

BYPASS ELEVATOR RECALL

NO.C.

SM-30

[5] mop 3 [6|

FAP-01A-90

SR-35
[12] moo 18
FAP—01A-9

0 1H26-10

"

24VDC

+

BY90 ELEVATOR
RECALL

RELAY

@ RM

SD — ABOVE ZU-35DS
SYSTEM 3 PNL MOD 21 E
RM 00264 FAP—01-90
WFS ZU-35
TRAILERS MOD 18
F,G&H FAP—01-90

WFS

TRAILERS ]
J K Q&R

WFS ZU-35
TRAILERS MOD 17 E
caP FAP—01-90
FCBs (8) TRLRS] U-35

B, C, F. G, MOD 1 E
J K &P FAP—01A—90
WFs ZU-35
SPRINKLERS MoD 17 l:
TRAILERS B90B FAP—01A-90
SDs (10 ZU-35DS
BLDG. 90 1ST FIR MOD 2 E
NW SIDE FAP—01A—90
DUCT DETECTOR ZU-35DS
@ MOD 2
LOADING DOCK FAP—01A—90
SD W/DOOR ZU-35DS
HOLDERS MOD 8

1ST FLOOR FAP—01A—90
SD W/DOOR ZU-35DS
HOLDERS MOD 8

2ND FLOOR FAP—01A—90
SUPERVISION ZN-34US
RISER VLVS (2) MoD 23

RM 0026 FAP—01A—90
SUPERVISION ZN—-34US
ISO VALVE MoD ?3|Z
RM 0027 FAP—01-90
SUPERVISION ZN—34US
ISO VALVE MOoD 24

RM 1049 FAP—01-90
SUPERVISION ZN—34US
ISO VALVE MoD QAIZ
RM 2051 FAP—01-90
SUPERVISION ZN—34US
ISO VALVE MoD 5

RM 3051 FAP—01A—90

SM-30
4112 mop 7
FAP—01A-90

120VAC FROM FACP

NOT USED
NOT USED
NOT USED
NOT USED
NOT USED
NOT USED
NOT USED
NOT USED
SUPERVISION ZN-34US
IS0 VALVE MOD §
ROOM 4047 FAP—01A-90
NOT USED
SUPERVISION ZN-34US
ISO VALVE MOD 6
90G, W & N FAP—01A—90
SUPERVISION IN-34US
RISER VALVES MOD 6
90J N SIDE FAP—01A—90
NOT USED
TROUBLE ZU-35
BYPASS MOD 1
1H22 & 1H23 FAP—Q1A—90
(RM 4035 DUCT DET@BL-08-90)
SYSTEM 3 - CP35
MOD 8 =
TROUBLE 21
2
8
16, B90/48-1
TRANSMITTER DIGITIZE
TROUBLE RECEIVER
SYSTEM @ B48
SR-35
MOD 10 (2) FIRE DAMPERS @ 1st FLOOR
FAP-01A-90
AE-30E E
5 [MQOD 14
FAP-01-90 L%
BUILDING BELLS -
%‘30 BASEMENT & 1ST FLR
1
MQD 16
BLDG BELLS & LF-35 32
TRAILER BELLS g‘!ﬁ;iu 35
BYPASS BUILDING BELLS —
CP35 2ND, 3RD & 4TH FLR
MOD 8 :‘
FAP—-01-90
AE-30E E
['5 Man 15
FAP-01-90 L%
TRAILER BELLS
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